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This appliance may be installed in an aftermarket 
permanently located, manufactured home (USA 
only) or mobile home where not prohibited by local 
codes. 
 
This appliance is only for use with the type of gas 
indicated on the rating plate. This appliance is not 
convertible for use with other gases, unless a 
certified kit is used.  

7116 Beatty Dr 
Mission, BC V2V 6B4 
Canada 

- Do not store or use gasoline or other flammable 

vapors and liquids in the vicinity of this or any other 

appliance. 

 

WHAT TO DO IF YOU SMELL GAS: 

¶ Do not try to light any appliance. 

¶ Do not touch any electrical switch; do not use any 

phone in your building. 

¶ Leave the building immediately. 

¶ Immediately call your gas supplier from a neighborôs 

phone. Follow the gas supplierôs instructions. 

¶ If you cannot reach your gas supplier, call the fire 

department. 

 

- Installation and service must be performed by a 

qualified installer, service agency or the gas supplier. 

      WARNING: 
FIRE OR EXPLOSION HAZARD 
Failure to follow safety warnings exactly could result in 
serious injury, death, or property damage. 

For use with natural gas or propane 
(Conversion kit required for Propane use) 

INSTALLER:  
LEAVE THIS MANUAL WITH THE APPLIANCE.  
 
CONSUMER:  
RETAIN THIS MANUAL FOR FUTURE  
REFERENCE.  Gas Fireplace  

Efficiency Rating 
 

57.84% 
 

Based on CSA P.4.1-15 

INSTALLATION, OPERATION, 
AND MAINTENANCE MANUAL 

Optima 45 
 

Model: 45-DVFS28N-3 

Freestanding Direct Vent  
Fireplace Heater 

Serial Numbers 005887 and higher 
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INTRODUCTION 

Congratulations on choosing an Archgard fireplace! 
 

The 45-DVFS28N-3 is one of the most advanced direct vent fireplace heaters available. It is solidly designed 
using the latest technology and manufactured to the highest quality. It is our aim to provide you with an 
appliance for many trouble-free years of reliable service. 
 

The following are just some of the many features within your new gas fireplace: 
 
Heater Classification The 45-DVFS28N-3 is classified as a heating appliance.  In conjunction with an 

optional thermostat, the 45-DVFS28N-3 can be operated continuously for zone 
heating. 

 

High Efficiency The 45-DVFS28N-3 has one of the highest efficiencies of any gas fireplace, which 
means that it is less expensive to operate. 

 

Adjustable Fan Speed Heat circulation fan can be fully adjusted from high, medium or low speeds to suit 
your comfort level. 

 
Adjustable Flame The flame aesthetics and heat output can be adjusted to suit your heating needs. 

 

Solid Construction The 45-DVFS28N-3 is constructed mainly of 14 and 18 gauge galvanized and 
aluminized steel for long life and durability. 

 

Millivolt Control System The gas control system is ñthermostat-readyò for any optional millivolt wall 
thermostat or wireless remote control. 

    

Please read this manual carefully prior to installation and operation of the appliance. Proper 
installation, operation and maintenance of the appliance will provide you with many years of 
enjoyment.  

 

Fireplace Model Number:   45-DVFS28N-3 Serial Number:    
 

Date of Installation:    
 

Type of Gas Used by the Fireplace:      Natural Gas     Propane 
 

Dealerôs Name & Address:    
 
  
 
Dealerôs Phone Number:   

Model Number Definition (45-DVFS28N-3) 

45 45Á Corner 

DVFS Direct Vent Freestanding 

28 Natural Gas Input Rating in BTU 

N Natural Gas / Traditional Log Burner 

-3 Revision Number 

We recommend you record the following information: 

tƭŜŀǎŜ ŎƻƳǇƭŜǘŜ ŀƴŘ ǎǳōƳƛǘ ǘƘŜ ǿŀǊǊŀƴǘȅ ǊŜƎƛǎǘǊŀǝƻƴ ŎŀǊŘ ƛƴŎƭǳŘŜŘ ƛƴ ǘƘŜ ōŀŎƪ ƻŦ ǘƘƛǎ Ƴŀƴǳŀƭ ƻǊ ōȅ ǾƛǎƛǝƴƎ ǳǎ ŀǘΥ 
ǿǿǿΦŀǊŎƘƎŀǊŘΦŎƻƳκǿŀǊǊŀƴǘȅ-ǊŜƎƛǎǘǊŀǝƻƴ 



45 -DVFS28N -3          4  

RATING PLATE SAMPLE 



45 -DVFS28N -3          5  

Lƴǎǘŀƭƭŀǝƻƴ /ƘŜŎƪƭƛǎǘ 
¢Ƙƛǎ ǎǘŀƴŘŀǊŘ ƛƴǎǘŀƭƭŀǝƻƴ ŎƘŜŎƪƭƛǎǘ ƛǎ ǘƻ ōŜ ǳǎŜŘ ōȅ ǘƘŜ ƛƴǎǘŀƭƭŜǊ ƛƴ ŎƻƴƧǳƴŎǝƻƴ ǿƛǘƘΣ ƴƻǘ ƛƴǎǘŜŀŘ ƻŦΣ ǘƘŜ ƛƴǎǘǊǳŎǝƻƴǎ ŎƻƴǘŀƛƴŜŘ 
ǿƛǘƘƛƴ ǘƘƛǎ ƛƴǎǘŀƭƭŀǝƻƴ ƳŀƴǳŀƭΦ 

/ǳǎǘƻƳŜǊΥ  5ŀǘŜ LƴǎǘŀƭƭŜŘΥ  

Lƴǎǘŀƭƭ !ŘŘǊŜǎǎΥ  [ƻŎŀǝƻƴ ƻŦ CƛǊŜǇƭŀŎŜΥ  

  LƴǎǘŀƭƭŜǊΥ   

!ǇǇƭƛŀƴŎŜ LƴǎǘŀƭƭΥ    ¸9{ LC bhΣ ²I¸ bh¢Κ 

CƛǊŜǇƭŀŎŜ ƛǎ ƭŜǾŜƭŜŘ ŀƴŘ ǎŜŎǳǊŜŘΦ    

±ŜƴǝƴƎΥ    ¸9{ LC bhΣ ²I¸ bh¢Κ 

±ŜƴǝƴƎ ŎƻƴŬƎǳǊŀǝƻƴ ŎƻƳǇƭƛŜǎ ǿƛǘƘ ǾŜƴǘ ŘƛŀƎǊŀƳǎΦ    

±ŜƴǝƴƎ ƛƴǎǘŀƭƭŜŘ ŀƴŘ ǎŜŎǳǊŜŘ ƛƴ ǇƭŀŎŜ ƳŀƛƴǘŀƛƴƛƴƎ ǇǊƻǇŜǊ ŎƭŜŀǊŀƴŎŜǎΦ    

aŀƛƴǘŀƛƴŜŘ мκпϦ ǊƛǎŜ ŦƻǊ ŜǾŜǊȅ м ƊΦ ƻƴ ƘƻǊƛȊƻƴǘŀƭ ǊǳƴΦ    

¢ŜǊƳƛƴŀǝƻƴǎ ƛƴǎǘŀƭƭŜŘ ŀƴŘ ǎŜŀƭŜŘ ƛƴ ŎƻƳǇƭƛŀƴŎŜ ǿƛǘƘ ƭƻŎŀƭ ōǳƛƭŘƛƴƎ ŎƻŘŜΦ   

5ƛǊŜŎǘ ǾŜƴǘ ǘŜǊƳƛƴŀǝƻƴ ƛǎ ƘƛƎƘŜǎǘ Ǉƻƛƴǘ ƛƴ ǾŜƴǘ ŀǎǎŜƳōƭȅΦ    

²ƛǊƛƴƎ κ 9ƭŜŎǘǊƛŎŀƭΥ    ¸9{ LC bhΣ ²I¸ bh¢Κ 

/ƻƴƴŜŎǘŜŘ ǘƻ ƘƻǳǎŜƘƻƭŘ ммлκмнлǾ ǇŜǊ ƭƻŎŀƭ ŎƻŘŜǎΦ    

¦ƴƛǘ ƛǎ ǇǊƻǇŜǊƭȅ ƎǊƻǳƴŘŜŘΦ     

DŀǎΥ    ¸9{ LC bhΣ ²I¸ bh¢Κ 

tǊƻǇŜǊ ŀǇǇƭƛŀƴŎŜ ŦƻǊ ŦǳŜƭ ǘȅǇŜΚ    

²ŀǎ ŀ ŎƻƴǾŜǊǎƛƻƴ ǇŜǊŦƻǊƳŜŘΚ   

[Ŝŀƪ ŎƘŜŎƪ ǇŜǊŦƻǊƳŜŘ ϧ ƛƴƭŜǘ ŀƴŘ ƳŀƴƛŦƻƭŘ ǇǊŜǎǎǳǊŜǎ ǾŜǊƛŬŜŘΚ    

±ŜǊƛŬŜŘ ǇǊƻǇŜǊ ŀƛǊ ǎƘǳǧŜǊ ǎŜǩƴƎΚ    

CƛƴƛǎƘƛƴƎ   ¸9{ LC bhΣ ²I¸ bh¢Κ 

/ƭŜŀǊŀƴŎŜǎ ƳŜŜǘ ƛƴǎǘŀƭƭŀǝƻƴ Ƴŀƴǳŀƭ ǊŜǉǳƛǊŜƳŜƴǘǎΦ    

!ǇǇƭƛŀƴŎŜ {ŜǘǳǇΥ    ¸9{ LC bhΣ ²I¸ bh¢Κ 

.ǳǊƴŜǊ ƳŜŘƛŀ κ ƭƻƎ ǎŜǘΣ Ǝƭŀǎǎ ŘƻƻǊΣ ŀƴŘ ǎŎǊŜŜƴ ƛƴǎǘŀƭƭŜŘ ŀŎŎƻǊŘƛƴƎ ǘƻ Ƴŀƴǳŀƭ    

aŀƴǳŀƭ ƎƛǾŜƴ ǘƻ ƘƻƳŜ ƻǿƴŜǊΦ    

5ƛŘ ȅƻǳ ŎƘŜŎƪ ƅŀƳŜ ƳƻŘǳƭŀǝƻƴΚ    

/ƻƳƳŜƴǘǎΥ     

     
































































































